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NOTES

A. REFER TO 1.M-001 FOR MECHANICAL LEGEND, ABBREVIATIONS, AND
GENERAL NOTES.

B. AHU-2, 5, 6, 7/, AND 8 ARE TO HAVE ALL INTERNAL INSULATION
REMOVED PER SPECIFICATION SECTION 230130.51. ALL AHU SECTIONS
DOWNSTREAM OF THE COOLING COIL SHALL BE EXTERNALLY INSULATED
PER SPECIFICATION SECTION 230130.51.

C. ALL HEATING COILS, COOLING COILS, AND HEAT RECOVERY COILS ON
AHU-1, 2, 4, 5, 6, 7, AND 8 SHALL BE CLEANED PER SPECIFICATION
SECTION 230130.51.
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